Abstract: This paper analyzes the historical consumption of natural gas in a multifamily high-rise building and the monitored winter thermal behavior of an apartment sample. The building is located in the center of Argentina (latitude: 36º27'S; longitude: 64º27'W), where the climate is a cold temperate with an absolute minimum temperature that may reach −10 °C. The building has two blocks, North and South. The building's annual gas consumption and its variability between 1996 and 2008 are shown. The South block consumed 78% more gas, a situation expected due to lower solar resource availability and greater vulnerability regarding strong and cold SW winds. Indoor temperatures monitored during 2009 in four apartments are described. The outdoor minimum temperature reached −5 °C, with solar irradiance around 500 W/m 2 at midday. Results showed that the average indoor temperatures were 20.1, 20.6, 24.0 and 22.1 °C. The highest consumption value corresponded to the apartment exposed to SW cold winds. Compared to the rest of the building, the apartment on the top floor consumes 59% more energy than the average for the gas consumed throughout the year. The authors assume that the energy potentials of intervention are different, and not necessarily all the apartments should have the same technological response.
Introduction
Buildings provide human beings with a life and work environment. 80% of human beings' lives take place inside buildings; thus, special attention must be paid both to the design of quality indoor environments and to the assessment of their energy-environmental performance [1] . The premonitory vision of the architect Buckminster Fuller regarding the finite nature of world resources dates back to the end of 1920 [2] . But, it was only in 1973, as a result of high oil prices, when energy conservation strategies appeared to be part of the environmental agenda. The building sector is particularly under pressure: approximately half of the world's resources are destined to condition indoor environments. The building sector constitutes itself as one of the main protagonists of environmental problems due to the over-use of non-renewable resources, land use and energy consumption during the buildings' life-cycle. Urge-Vorsatz and Novikova [3] stated that during 2004, 37% of the world's energy was used by buildings, and this figure will reach 42% by 2030. In Europe during 2000, 45% of the produced energy was consumed by the building sector and 50% of the generated pollution had its origin in the same sector [4] .
According to Ganem, Esteves and Coch [5] , the built area is a valuable cultural resource, which constitutes the city's fabric and image and which contributes to making up the identity of its inhabitants. It also represents huge amounts of material resources and built-in energy. Buildings are unique in their longevity compared with other industrial products [6] . Morillón Gálvez [7] states that construction processes that consume natural resources along time cause different environmental impacts; for instance, popular architecture and high-tech architecture have a minimum impact (10 14 ergs = 10 7 J) and a severe one (10 24 ergs), respectively.
Energy use plays an important role in buildings' design and operation, so careful and long-term decisions taken during the design stage can significantly improve their thermal performance and reduce their energy consumption [8] . Buildings consume energy in many different ways, i.e., through construction materials, components and systems (built-in energy) and during the distribution and transportation stage of materials to the construction site (grey energy). Also, buildings consume energy as a result of the construction process (induced energy) and through their installed equipment (operative energy). Additionally, they consume energy as a result of maintenance, remodeling and final distribution. Thus, in order to be energy efficient, a building should try to reduce its consumption by all means [9] .
The last report from the Intergovernmental Panel on Climate Change states that improvement in the energy efficiency of buildings could potentially reduce projected global emissions up to 29% by 2020, and up to 40% by 2030 [10] . Furthermore, energy efficiency is seen as the most effective way of improving the availability of energy supply, reducing carbon emissions and increasing competitiveness, while enforcing these energy-saving measures. The major obstacles to increase energy efficiency in the building sector are institutional barriers and market failures, rather than technical problems [11] . Flavin [12] said that the greatest potential of energy saving lies in the most basic elements of the energy economy: "buildings". Buildings worldwide account for as much as 45% of primary energy resources and a similar share of greenhouse-gas emissions that makes buildings the biggest single contributors to anthropogenic climate change [11] .
Thus, there is an urgent need for serious energy policies to deal with this problem. Particularly, policy measures to improve building insulation must be gradual, because it strongly depends on the availability of construction materials and methods, training of builders and household-owners, economic incomes of the owners, culture and education, environmental awareness, and so on. The regulations should be applied in the whole country, including warm climate areas, where a good insulation standard could significantly reduce the energy consumption for air conditioning.
In order to promote energy conservation in the residential sector, and to mitigate the CO 2 emissions, it is important to examine the residential energy consumption pattern. The total energy use in households was studied in developed and developing countries: Biesiot and Noorman [13] studied the consumption of households in the Netherlands; Reinders et al. [14] performed the study for households in the European Union; Cohen et al. [15] described the energy requirements of dwellings in Brazil; Pachauri and Spreng [16] studied the case of India; and Carlsson-Kanyama [17] performed a similar study for Sweden. The use of non-conventional energy sources, the energy perspective in Argentina and the possibility to revise Regulations and Building Codes in Argentina, led many authors towards an evaluation of residential buildings in order to analyze the thermal-energy behavior, comfort conditions, energy consumption and users/dwellers' behavior [5, [18] [19] [20] [21] [22] [23] [24] [25] [26] [27] [28] [29] [30] [31] [32] .
Argentina is a very vulnerable country due to its high dependency on fossil fuels: oil and natural gas provide around 90% of the total energy consumed in Argentina. Around 22.5% of the delivered gas in Argentina is destined to the residential sector, and 60% of households are connected to the gas network [33] . The lack of codes regulating energy efficiency of buildings, the high gas-dependence of the Argentinean energy consumption matrix, the lack of policy and investment on energy generation and the fast growth of energy consumption in the last decades make the energy situation in Argentina a cause of deep concern. In the last years, the high consumption levels of natural gas during winter caused a strong restriction-between 20 and 50%, of the gas delivered to the industrial sector and to the power stations-in order to supply it to the top priority residential sector. Nationwide fuel prices are between five and 15 times lower than international prices [34] , natural gas being the cheapest per energy unit. Thus, the low energy bills discourage investments in technological improvements [35] Furthermore, the subsidies are not income-sensitive and not equally distributed, i.e., all households enjoying natural gas pay the same unit price of heavily subsidized energy, which is probably the single, most convincing reason for middle-high and high income households not to choose better thermal performance buildings, even though they can afford them. The availability of cheap gas is certainly not a motivation for improving insulation, but this situation will not last longer in time; at the current production rate, the oil and natural gas resources in Argentina will not last beyond 2012 and 2015, respectively [36, 37] .
This work is made to understand how current policies related to energy use could be improved for increased residential energy efficiency in Argentina. Within this framework, the present article has as a general aim to evaluate the historical annual and winter thermal energy behavior in apartments of a multifamily tower building located in Argentina in the central region.
Specific objectives are: to evaluate historical heating natural gas consumption in the different apartments along the period [1996] [1997] [1998] [1999] [2000] [2001] [2002] [2003] [2004] [2005] [2006] [2007] [2008] ; to analyze, through monitoring, the thermal-energy behavior of an apartment sample with different orientations in July 2009; to study indoor temperature, heating energy consumption and comfort conditions; to compare heating energy consumption during 2009 and the historical average consumption; to study the technical feasibility of intervention to improve envelopes to reduce consumption of conventional energy. Figure 1 shows the geographical localization and a panoramic view of the city of Santa Rosa (36°27'S, 64°27'W, 182 m above sea level), capital of the province of La Pampa. It belongs to the III bio-environmental region, IRAM Norm 11603 [38] , where the climate is a cold temperate with an absolute minimum temperature that may reach −10 °C and where the SW winds prevail. Table 1 shows the most important climatic variables in the region. Figure 2 shows the psychrometric chart for monthly average temperature and humidity, average minimum and maximum temperature, minimum and maximum relative humidity and average maximum temperature. The chart was drawn using software developed by Gonzalo [39] . Comfort temperature (TCON), which serves as the basis to determine the different zones, depends on the annual mean temperature (TMAN) through the following expression: TCON = 17.6 + 0.31 × TMAN. For the study city, the comfort temperature is 22.4 °C [40] . To the left, minimum temperature and maximum relative humidity values in July show that auxiliary heating is needed to reach the comfort zone. The figure shows the design strategies considered adequate to reach the comfort zone during the winter months. Even though for temperature mean medium and maximum values it would be enough to use the solar resource, for minimum temperature values, mechanical auxiliary heating is required. The situation is exacerbated if we consider that the minimum absolute temperature was around −11.3 according to Figure 4 ). The technology of the studied multifamily buildings is conventional and of common use in the country: independent reinforced concrete with a vertical and horizontal envelope without thermal insulation. The walls are of hollow ceramic bricks, plastered on both sides (U = 1.84 W/m 2 °C) [43] . The roof consists of a concrete flat slab with its corresponding waterproof insulation (U= 3.82 W/m 2 °C). Hermetic aluminum windows with PVC roller shutters, most of them with single glass, complete the design. The label category for each apartment is higher than the H value of IRAM Norm 11900 E 1 (2009), which does not qualify from an energy-saving perspective [44] . Table 2 shows some dimensional and energetic indicators. Table 3 shows the annual average natural gas consumption of 22 apartments, which total 41% of all apartments. The same table shows the standard deviation, the consumption variation coefficient among the studied years and the annual average historical consumption of natural gas destined exclusively to air heating. Only data from apartments whose records are uninterrupted and show little variability of the natural gas consumption among the study years were analyzed. This would assure the permanence of the same user in the apartment.
Geographical Localization and Description of the Study Building

Results and Discussion
Historical Natural Gas Consumption for Heating during the Period between 1996 and 2008
According to the average percentage estimated by the fluid distribution company, the 67% of the natural gas consumed in the study area is used to heat rooms [46] . Considering this percentage, each apartment's heating consumption was calculated on the basis of the gas recorded by each of them. Results show that natural gas historical annual heating consumption per m 2 of useful surface from the second to the top floor varied between a minimum of 59.0 kWh/m 2 (apartment 3C) and a maximum of 244.1 kWh/m 2 (apartment 9A). The sample average is 111.9 kWh/m 2 , and the variation coefficient among apartments is 40.2%. The apartment located on the top floor (12E) consumes during the same period 176.3 kWh/m 2 , which shows 60% more heating gas than the building's average due to the higher energy losses through the roof without thermal insulation and a thermal transmittance around 3.82 W/m 2 °C, which is well above the Norma IRAM.
Variability among apartments' consumption can be explained if, apart from the conditions of use, which are assumed to be different, other aspects are taken into account, such as orientation, shading provided by the North Block to the South Block-thus reducing solar recourse availability-and, also, heat transfer among the different apartments through the bordering walls and/or through the external envelope without insulation. In order to establish a comparison between the A, B, C, D and E apartments on all the floors, they were grouped, and both average and variability were calculated according to their orientation. Table 4 shows average consumption rates according to orientation. Apartment B, facing NE has the highest solar resource availability through its transparent area facing north in the living-room and two of the bedrooms; this apartment shows the lowest heating energy consumption/m 2 . The highest consumption corresponds to apartment E, facing SW, strongly exposed to cold winds. Apartment D, facing south, has the least envelope surface in contact with the exterior area and shows 27.3% less energy consumption if compared to apartment E, the one with the greatest exposure to the exterior. Regarding the variation coefficient among floors, apartment D shows the lowest value (14.8%). Figure 3 ). Among the C apartments, the variation coefficient is 81.3%, which would be associated to the user's thermal requirements (apartment 8C = 197.5 kWh/m 2 ). Without the 8C apartment, the average descended to 58 kWh/m 2 and the CV to 18.8%. The A apartments' sample has a variation coefficient of more than 49.5% due to the high consumption in apartment 9A (244.1 kWh/m 2 ). If it is not considered, the average and the CV drops to 101.1 kWh/m 2 and 28.63%, respectively. These two apartments (8C and 9A) deserve an energy evaluation and thermal monitoring as special cases. It is necessary to know the evolution of indoor temperatures and the period of use of heating systems. The apartment A, without apartment 9A, shows 16.2% more heating energy consumption than its neighboring apartment. Apartment A has less north solar gains availability, and it may be possible that there is heat transfer to apartment B. We assume that there is heat transfer among the units, for instance between apartment A and B, perhaps between D and E. It may be possible that apartments A and E, apart from their over-exposure to cold winds from the SW, may be releasing heat to the neighboring apartments, and consequently need more heating gas. The top floor consumed 59% more gas than the average heating gas consumed in the rest of the building.
Without 9A and 8C, apartment could be grouped in two blocks: North and South. Total consumption is 191.3 and 340 kWh/m 2 for the North and South blocks, respectively. The South block consumed 78% more gas, a situation expected due to lower solar resource availability and greater vulnerability regarding strong and cold SW winds. The analysis of gas historical consumption during July and August can be observed in Table 5 . The top floor consumed 87% more gas than the average heating gas consumed in the rest of the building (25.1 kWh/m
2 ). Table 6 shows the historical average consumption during July, according to orientation. Including apartment 8C, apartment B, facing north and with the highest solar resource availability, shows the lowest value. The highest consumption value is that of apartment A, considering apartment 9A. Following the same pattern of annual consumption, we could say that there is heat transfer from apartment A to B, heat that would improve its thermal comfort conditions without increasing energy consumption. Apartment E shows the least natural gas historical consumption dispersion (CV = 4%) and one of the highest historical gas consumption/m 2 , but not the highest, as occurred with the annual consumption. It is possible that due to its location, the heating period may extend longer. Excluding 9A and 8C, and considering both blocks separately, the South block consumes 38% more heating gas than the North one. The difference between the two blocks decreased in relation to the historical annual consumption (78%), a situation that allows us to infer the potential of the use of the solar resource for heating the building, according to Givoni's design strategies.
These two apartments (8C and 9A) deserve an energy evaluation and thermal monitoring as special cases in future research. Anyway, the variability of consumption during July in the period 1996-2008 is low. The records are: 12.8 and 9.4% for apartments 9A and 8C, respectively. These values could show that throughout the period, users maintain the same thermal conditions.
Energy-Thermal Experimental Monitoring of Floor 11 during July 2009
One of the objectives of this work was to analyze the thermal behavior of a sample of differently oriented apartments. To be successful and accurate, such a monitoring requires users' adequate predisposition. In the multi-family building under study, and in view of the personal interest of one of the owners toward this experiment, we decided to monitor floor 11. On the other hand, it was important that all the apartments had been occupied by the same dwellers for a number of years. The results of the thermal monitoring of apartments B, C, D and E, floor 11 for the period July 15 to 31 2009, and their gas consumption (total and heating) for the period July-August 2009, are described. Figure 5 shows the results of the thermal monitoring. HOBO data collectors were set up in the apartments' different rooms, and afterwards, weighted average temperatures were calculated to obtain each apartment's representative temperatures. The monitoring period had mostly clear-sky days, with a solar irradiance over the horizontal surface that reached 500 W/m 2 at midday. Outdoor temperatures were between −5 °C and 18 °C, with a mean temperature of 6.3 °C for the period. The temperature minimum mean was 1.6 °C lower than the temperature minimum mean during the period 1996-2008 ( Table 1 ). The temperature minimum absolute during the experimental period was −5.3 °C, 6 °C above that recorded in the period 1996-2008. The apartments were monitored at a logging interval of 15 min. In each room inside the building, one data logger sensing air temperature was placed at 1.5 m over the floor level. Data loggers HOBO U8 and U12 (models 001 and 011) were used to sense indoor and outdoor temperature and relative humidity, while a Kipp&Zonen Model CM3 pyranometer sensed the solar irradiance on horizontal surfaces.
Regarding the indoor temperatures, it can be observed that all the apartments reached thermal comfort during the period, with temperatures between 18 °C and 26 °C. Indoor temperature never went beyond 26.5 °C. Apartment 11D is the one that showed the highest indoor temperatures (23.9 °C, average) and 11B the lowest indoor temperatures (14.2 °C, average). Apartment E was not occupied until July 18 at midday. From that moment onwards, heaters were turned on, and the indoor temperature increased until it reached 25 °C; the temperature does not go beyond 22.5 °C and does not fall, either, under 17 °C. In this apartment, the effect of turning heating on during the nighttime is noticeable, which, on average, increases the indoor temperature by 2.5 °C. In order to carry out an in-depth energy analysis, the gas consumption during winter-and in particular in July-is studied to add results to the experimental thermal monitoring carried out in 2009, a year that was excluded from the evaluation of the historical consumption. Table 7 shows the heating energy daily average consumption during the monitoring period and the values of the weighted indoor mean temperature. It can be noticed that apartments D and E, facing south and SW, respectively, reached the highest weighted mean temperature: 23. It may be inferred that the non-monitored apartment A, with direct solar gain, had also reached comfort conditions with a daily heating energy consumption of 0.8 kWh/m 2 . Some questions come up.
First, did the average heating gas consumed by the different apartments on Floor 11 and during the analyzed period allow users to live comfortably? Until 2008, apartment B had consumed in July a daily 0.7 kWh/m 2 /day, almost 43% more than the heating gas consumed during the monitoring period.
Apartment C consumed, on average, 0.9 kWh/m 2 /day, 44% more than in 2009. Precisely, the two apartments that during monitoring showed the highest weighted mean temperature D and E consumed until 2008, on average, less heating gas than in 2009, a year in which the absolute minimum temperature in July was −6 °C, 30-tenths below the average value for the period 1996-2008, which showed a standard deviation of 2.6 °C and a variation coefficient of 46.2%. It is difficult to infer the number of variables that take part, especially in relation to the dwellers' use habits. However, we could suggest that, at least in apartments B and C, which were the ones with higher consumption rates, and during colder winters, the users lived comfortably. It may be possible that in apartments D and E, indoor temperature in the years before the experimental monitoring had been below the recorded values measured during 2009, and as a result of that, energy consumption was lower. Maybe in 2009, the prevalent winds to which these apartments are exposed to had been less strong. Table 8 shows heating gas consumption during 2009 and, also, the average value between 1996 and 2008. The period of monitoring was more benign than the 1996-2003, but the building's average in both cases is the same, with a statistically significant agreement according to a regression analysis (R2 = 0.85). On the top floor, which is greatly exposed to outdoor conditions, the heating gas consumption per square meter increased during 2009 with respect to the historical average, which can be associated with the weather conditions. Up to Floor 11, inclusive of 52.4% of all apartments, consumed less heating gas than the average value for the period 1996-2008. In these apartments, the average for the period 1996-2008 was 24.7 kWh/m 2 , and for 2009, the value was reduced a 13% (21.5 kWh/m 2 ). What was the thermal behavior of the apartments that had not been monitored? Some inferences can be made due to the fact that all dwellers have different living habits and indoor temperature requirements. Apartments B on the different levels of the building consumed more gas/m 2 (between 17.1 and 26.7 kWh/m 2 ) than the monitored 11B apartment (11.4 kWh/m 2 ). We could suggest that the users of the B apartments on the different levels lived comfortably, even more so if it is considered that they have solar gains from the north. Apartments 3C and 8C consumed 9.2 and 41.2 kWh/m 2 , less and more, respectively, than apartment 11C was monitored (14.6 kWh/m 2 ). In this case, we can be certain that the dwellers of apartment C lived with a mean temperature way above 20.6 °C. Apartments 9 and 10D consumed 19.3 and 22.7 kWh/m 2 , respectively. In both cases, the values are lower than those shown by the monitored apartment (25.0 kWh/m 2 ), which reached the highest mean temperature (23.9 °C). It may be possible that the mean temperature in the non-monitored apartments was lower. Finally, apartments 8 and 10E consumed 24.4 and 32.1 kWh/m 2 , respectively, values below and above the ones for the monitored apartment, which reached an average temperature of 22.4 °C. As we did in the case of apartment C, we can assure that the dwellers of apartment 10E lived with a mean temperature way above 22.4 °C. 
Energy Analysis in the Rest of the Apartments during 2009
Experimentally Evaluated Heating Energy Consumption in Different Typologies of Residential Buildings in the Study Region and in Other Countries, and the Potential of Intervention to Reach Energy Saving
If we consider the average energy heating consumption/m 2 (111.9 KWh/m 2 ), the values obtained in this work are higher than those recorded in a previous one about apartments in multi-family block buildings (3 floors) in the city of Santa Rosa, which consumed, on average, 127.5 KWh/m 2 (apartment 15, 18, 23 of monoblock 126), reaching comfort in all the assessed apartments [47] , which is approximately the difference in terms of energy consumption in both typologies for the city under study. This situation may be expected, among other things, due to the greater compactness, less exposure of the apartments' envelope to the exterior andheat transfer through the mezzanine. We also agree with the conclusions drawn by Santamouris et al. [48] who said that, "Heating energy and electricity consumption is higher in low-income groups due to the poor energy quality of their housing envelope." Nemry et al. [49] , on their part, from the perspective of the life cycle, suggest that multifamily tower buildings have less environmental impact than single-family housing. In our case, energy saving values between apartments and single-family housing are higher than those obtained by Asdrubali et al. [50] . These authors assert that apartments in Palermo (Italy) show savings of about 7.3% in heating energy consumption with respect to single-family housing. In Murcia and Valladolid (Spain), the record rises to 8.9% and 24.7%, respectively. In our case, we approach the value of Valladolid. Results obtained showed that it is possible to agree with Gauzin-Müller [51] when they say that housing densification in simple and compact volumes offers considerable energy and economic advantages. Moreover, if the recommendations that emerge from the psychrometric charts following passive solar design guidelines and national regulations regarding the envelope's thermal permeability are added during the buildings' design stage, it may be possible to obtain a substantial decrease in energy consumption in the study area, with saving values of up to 90%.
On the other hand, we agree with Verbeeck and Hens [52] , who consider that implementing energy improvement measures depends on the available budget to take those actions, which can be carried out all at once or in different stages. Those authors point out that a first step should be to provide roof insulation, floor insulation, if possible, and glass thermal and heating systems improvement. Dascalaki et al. [53] state in their work that improving the roof's thermal resistance is required in all buildings and must be implemented in all buildings' rehabilitation routines; however, although the impact of such an intervention improves, both in winter or summer, the thermal condition on the top floor, it is not perceived in the building's total energy consumption.
The authors of this paper assume that, on the one hand, and due to the fact that their energy potentials are different, it is not necessary that all the five apartments on the 12 floors have the same intervention requirements. Changing single glass by DVH would be a recommended step to take on all floors, since it would reduce 50% of energy loss, while at the same time it would improve acoustic conditions. This intervention would in no way affect each unit's every day operation. Moreover, it would not modify the building's image, something that could be expected from the thermal improvement of the vertical envelope; for instance, through adding paneling that would protect walls' thermal insulation, an improvement considered a priority for apartments D and E of the South block. It is also recommended to improve the thermal resistance of the roof according to the values established by the relevant standards.
We would recommend to take action during the tower buildings' design stage, by devising an energy-efficient distribution of the apartments in the plant in order to avoid an excessive envelope/m 2 useful surface relationship and, also, to grant all units the possibility to have access to solar resource, minimizing obstructions that can originate in shading of one block by another. Filippín and Beascochea [54] presents the results obtained from the performance assessment of residential and non-residential low-energy buildings that were designed to minimize fossil energy use. They are located in the province of La Pampa, central Argentina, in a temperate continental climate that shows extreme hot and cold records, respectively, during the summer and winter seasons. Applied technologies for energy saving were: passive solar heating, natural ventilation for cooling and daylight. In our comparison of conventional and low-energy designs, a 25% reduction of the energy loss coefficient (G-value) was observed in the case of solar buildings. In practice, this means that the implementation of bioclimatic design strategies can represent, on average, a 50% saving of the energy budget used for heating. In parallel, this also means a significant reduction in CO 2 emissions to the atmosphere.
Conclusions
This work enabled us to assess the historical natural gas consumption of the apartments in the building for the period 1996-2008; the laying of natural gas in the city network was launched in 1996. The paper also allowed us to analyze the thermal behavior in four apartments during 2009. The statistical analysis was conducted only for those apartments that did not show variability between the years composed by this study, to ensure that the functional unit was occupied by the inhabitant of the same during the period.
Thermal monitoring during July allowed us to know if the users were living in conditions of comfort, the influence of the orientation and the availability of solar resource in natural gas consumed in four of the five departments of one of the floors of the building. Comfort conditions were met in the four monitored apartments. Those apartments with open façades to the north, no obstructions and no shading show lower heating energy consumption values. The grouped apartments in the North block consume less energy heating than those in the South one. Extrapolation of results to the rest of the apartments on other floors allows us to suggest that, in most of the cases, dwellers lived comfortably. In two particular cases, they may have lived in overheated environments, causing energy waste.
In the beginning of the work, we described how the city of Santa Rosa has had a significant growth of the population in recent years and a significant growth in the construction of buildings. In recent years, multi-family mixed with low-rise houses and buildings emerged that have transformed the profile of urban construction and the morphology of the city. Densification began, perhaps in a disorderly manner. From the energy point of view, it is appropriate, but an urgent review of building codes is needed. Free access to solar heating and daylight should be required. Results in low energy consumption buildings designed and built in the studied region allow ratification of the advantage of the implementation of bioclimatic strategies and consideration at an early stage in the design of buildings.
The energy perspective in Argentina, the possibility to revise Building Regulation and Codes, the increased purchase of air-conditioning equipments by users, the housing growth tendency in the study area and the buildings' process of labeling, among other aspects, call for an analysis of information derived from the stock characteristics of buildings, as well as of their energy performance. In agreement with Dascalaki et al. [53] , we conclude that developing a data monitoring platform constitutes a principal action to take in the near future.
